three inches = one foot

one and one—half inches = one foot

one inch = one foot
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REFLECTED CEILING PLAN LEGEND

CEILING MOUNTED EXIT SIGN
WITH DIRECTION ARROWS

2'-0" X 2’0" ACT GRID

NEW GYP BD CEILING/SOFFIT

2'—=0" X 4'-0" LAY=IN LIGHT gz 2" X 2" SUPPLY / RETURN
FIXTURE GRILLE — SEE MECHANICAL
1'-0" X 4'-0" LIGHT FIXTURE CEILING ACCESS PANEL
SURFACE—MTD OR SUSPENDED
2-0" X 2'~0" LAY=IN LIGHT === LINEAR SLOT DIFFUSER
FIXTURE
RECESSED DOWN LIGHT — SEE ¢ SPRINKLER
ELECTRICAL

0TS OPEN TO STRUCTURE

1-HOUR FIRE PARTITION
2-HOUR FIRE PARTITION

1-HOUR RATED SMOKE WALL

REFLECTED CEILING PLAN NOTES

1. EXACT ACCESS PANEL LOCATONS TO BE COORDINATED BY GENERAL CONTRACTOR WITH

ACTUAL MECHANICAL OR PLUMBING INSTALLATION.

three—quarters inch = one foot
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one—half inch = one foot

—

E
4

three—eighths inch = one foot
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